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The Smith Family 
17580 Main Street 

Any town, USA 30303 
 
 
 

  
 

Date of service:  February 1, 2009 
 
Thermographer:   Bill Viot 
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Comment: 

 

The darker areas (Ar1) represent cold air infiltration due to missing insulation above 

the living room ceiling. Please note that mold growth is occurring on the ceiling 

because moisture is condensing on the coldest surface in the living room. 

 

 

 
  

Building  17580 Main Street  

Floor  First  

Location  Living Room  

Item  Ceiling  

Fault  Infiltration  

Ar1 Min. Temperature  53.7 °F  

Sp1 Temperature  68.2 °F  

Dt1  -14.6  

Thermogram  

Sp1

Dt1 Ar1

54.6

71.4 °F

56

58

60

62

64

66

68

70
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Comment: 

 

The darker areas (Ar1) represent cold air infiltration due to missing insulation above 

the dining room ceiling. Please note that mold growth is occurring on the ceiling 

because moisture is condensing on the coldest surface in the dining room. 

 

 

 
  

Building  17580 Main Street  

Floor  First  

Location  Dining Room  

Item  Ceiling  

Fault  Infiltration  

Ar1 Min. Temperature  55.0 °F  

Sp1 Temperature  69.3 °F  

Dt1  -14.4  

Thermogram  

Sp1

Dt1

Ar1

56.3

71.1 °F

58

60
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64

66

68

70
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Comment: 

 

Heat is being created at the hallway electrical outlet because of an internal failure. 

Clean, inspect conductors, and install a new electrical outlet.   

 

 
  

Building  17580 Main Street  

Floor  First  

Location  Main Hallway  

Item  Electrical Outlet  

Fault  Internal  

Ar1 Max. Temperature  116.7 °F  

Sp1 Temperature  72.8 °F  

Dt1  44.0  

Thermogram  

Ar1

Sp1

Dt1

71.5

93.7 °F

75

80

85

90
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Comment: 

 

Heat is being created at B phase breaker to buss connection, internal of the 100 amp 

main breaker. Clean, inspect buss, and install a new breaker. 

 

 

 

 
  

Building  17580 Main St.  

Floor  Basement  

Location  Power Distribution  

Item  Electrical Panel  

Fault  Breaker  

Ar1 Min. Temperature  66.2 °F  

Sp1 Temperature  78.5 °F  

Dt1  -12.3  

Thermogram  

Sp1

Dt1

Ar1

63.2

98.2 °F
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Comment: 

 

The darker areas (Ar1) represent cold air infiltration through the electrical outlet and 

wall. 

 

 

 

 
  

Building  17580 Main St.  

Floor  Second  

Location  Office  

Item  Wall  

Fault  Infiltration  

Ar1 Min. Temperature  60.5 °F  

Sp1 Temperature  69.2 °F  

Dt1  -8.7  

Thermogram  

Sp1

Dt1

Ar1

63.8

75.4 °F
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70

72

74
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Comment: 

 

The darker areas (Ar1) represent cold air infiltration at the bottom of the wall corner. 

 

 

 

 

 
 

Building  17580 Main St.  

Floor  Second  

Location  Office  

Item  Wall  

Fault  Infiltration  

Ar1 Min. Temperature  64.4 °F  

Sp1 Temperature  68.9 °F  

Dt1  -4.5  

Thermogram  

Sp1

Dt1

Ar1

67.0

71.7 °F

68

69

70

71

 

  
  
  


